ARCS Instrument Replacement Form

Fill out the following form when replacing instruments at an ARCS site:

System: SMET

Site: Darwin ARCS-3

OLD Configuration

Part Number Serial Location Configuration Change Change Date Time Start Time End
Number Version ltem 14 Item 15 UTC uTC UTC
TRH W4410042 SMET V020821 CF Nil 31 Mar03 00:10 00:15
NEW Configuration
Part Number Serial Location Configuration Change Change Copy Config. Save to Update
Number Version ltem 14 Item 15 Logger to PC EPROM(E) Version #
TRH W120011 SMET V020821 CF Nil No Yes No

Replacement completed by: Pearson / Glowacki

NOTES:

Old Part remains on site as spare: |_|

Old part packed for shipment to:

Other old part disposition (explain):

Other NOTES:

SGP

Change requested to be completed by 1 April 03 (Monty Apple)

No precision temperature meter on site

FM(OPS)-008.001




